MAIN BREAKER

584.2 — 3-POINT LATCHING T(powgm ®
0.125 INCH (3.175) 23 MIN | MECHANISM . ‘
TYPE 5052-H32 [ SCREENED AR —T— 1 1 PANEL EQUIPMENT
ALUMINUM ENCLOSURE. | EXCHANGE \ ; '
FOR INSIDE DIMENSION ———— | | ' ! BILL OF MATERIAL
SEE NOTE 1. /w Z 1l I S =
BN . 5\\ ' ITEM| QUANTITY DESCRIPTION
Yy (12,1 DIA. MINIMUM ¥IE & ' ! A 1 MAIN CIRCUIT BREAKER, 2 POLE, 240 V!
DOOR HANDLE WITH PADLOCK '@ e I i 1 FRAI AMP. NON- ]NTERCHANGEABLE
PROVISION SEALED WITH NAMEPLATE = TWO POSITION — ' ! TRIP INTERRUPTING RATING NEMA-22000 AMP,
NEOPRENE GASKET SEE NOTE 6. [& TOGGLE SWITCH = ! ! AT 480 VOLT.
NEVA IR A §§§ g - ' B 1 REMOTE CONTROL SWITCH, ELECTRICALLY OPERATED,
Al = : : WECHANICALL Y HELD, 2 POLE, SINGLE THROW, 100 ANP.,
ENCLOS L : 600 VOLTS CONTROL CIRCUIT 240 VOLT.
TOGGLE SWITCH MOMENTARY ——— | ' c 6 CIRCUIT BREAKERS, 1 POLE, 240V., 100 AMP., FRAME
o161 R $901 AC AND. TOGGLE - SWrTon ' l AQraNE- Mo INTERCHANGEARLE TaP INTERRLPTING
4”7 (101.6) RIGID ALUMINUM SCHEDULE _ " " H - ol
40 CONDUIT STEM ANCHORED TO g'ﬁwﬁl‘gg STEEL 204, 240V, T¥PE SPDT : (] Y Y : D - NOT USED
356-T6 CAST ALUMINUM PEDESTAL P ' A A I
BASE. i '
L@ ! i
HANDHOLE - il : l\ ; 2 ! ASTRONOMIC MICROPROCESSOR-BASED
\ B4 ' \ »zéo) : 2-CHANNEL CONTROLLER [TIME SWITCHIL.
. \ U Ve (6.35) MINIMUM F
. - 1 AUXILIARY - T |/ NON-ASBESTOS INORGANIC F ! 20 A. 120 V. FUSE.
3" (76.2) RACEWAY PROJECTION B 2/i G715 ' CONTROL RELAY } i )«i 1 " NONCONDUCTING MATERIAL G - NOT USED
B " ANCHOR BOLTS PROJECTION { (IF NECESSARY) EH | MOUNTING PANEL.
" (26.4) STEEL CONDUIT I s ; ° ° ; H 1 SPST 20A SWITCH ON DOOR. TO TURN LIGHT ON WHEN
5 v | n : /»CABINET ENCLOSURE DOOR IS OPEN,
: = ' . ' 1 1 INCANDESCENT LlGHTING FIXTURE ENCLOSED AND GASKETED
: T | e N WITH 60 WATT, 120 V. LAMP.
i ; ® L w_w_%im J 1|20 A, 120 V.. DUPLEX RECEPTACLE. GFCL
. : b K 1 COPPER GROUND BUS !4 (6.35) X 1" (25.4) X 12 (304.8 mm)
3-1/C SERVICE ENTRANCE
! 1 S e L T CABLE FROM ELECTRIC LONG MOUNTED ON PANEL WITH LUGS AND 4 SPARE LUGS
CLass X ! L BONDING. JoPER UTILITY METER BOX L 1 | TOGGLE SWITCHES MOUNTED IN 47 (10L6) X 4” (10,6 mm) BOX.
o -, 5 4 e
U | CROUND RO Y4 (15878~ I 120,240 VoLt 103 W { | copprer GROUND BUS Y4 (6.35) X 17 (25.4) X 12" (304.8 mm)
| L DIA. x 107 (3.048 m) LONG y ~ LONG MOUNTED ON PANEL WITH LUGS AND SPARE LUGS
| — GROUNDING CONDUCTOR #2 AWG.
%" (I5.875) X 10° (3.048 m)  — ] ' PANEL WIRING DIAGRAM
GROUND ROD WITH EXOTHERMIC WELD ! .
GROUND WIRE SHALL MEET | . - oL
ASTM STANDARDS AND SHALL i T .24 101.6)
NOT BE LESS THAN NO. 2 DIA RACEWAY
E08.0) DIA.
ERONT 1DE
24 oLe) B RACEWAY
i
oA Ta
Yo't (12.7) STEEL CONDUIT 70
NL_(BY) CONTROL CABINET
NOTES:
FOUNDATION PLAN ALL DIMENSIONS ARE IN INCHES (MILLIMETERS) 7. ALL EXTERNAL HARDWARE SHALL 14, ALL WIRING SHALL BE NEATLY DRESSED AND
UNLESS OTHERWISE SHOWN. BE STAINLESS STEEL. SUPPORTED.
2. UNLESS OTHERWISE INDICATED, THE CABINET SHALL 15. THE CONTROLLER SHALL BE CONSTRUCTED TO
BE MOUNTED ATOP A 4-INCH (1016 mm) RIGID 8. CONTROL WIRING TO BE *12 AWG, 600V, TYPE UL. STD. 508 AND BEAR THE UL. LABEL
ALUMINUN SCHEDULE 40 CONDUIT STEM SIS GRAY SWITCH BOARD WIRE, STRANDED "ENCLOSED INDUSTRIAL CONTROL PANEL".
ANCHORED TO A CAST ALUMINUM PEDESTAL BASE. COPPER. 16. 12 (304.8) X 16" (406.4 mm) STAINLESS
STEEL EXTERIOR NAMEPLATE SHALL Bl
IN FRONT OF CONTROL CABINET DOOR, REMOVE 9. METER BOX SHALL BE MOUNTED ON THE SIDE OF ENGRAVED 2 iyl IELINOILSL LuE;HnNs
VEGETATION AND 2" (50,8 mm) TOP SOIL, LEVEL THE CONTROL CABINET, NEAR TO THE SERVICE POLE. CONTROLS" UNLESS OTHERWISE SPECIFIED.
AREA AND ON TOP, PLACE LENGTH WISE PARALLEL {0. CABINETS SHALL BE PRIMED AND PAINTED
TO CONTROL CABINET, A CONCRETE PAD AS SPECIFIED.
36" (914.4 mm) x 60’ (18.288 m) x 4' (101 mm)
MIN, SIZE. THE COST OF LABOR AND MATERIALS
o fl. THE HEADS OF CONNECTORS SCREWS SHALL BE PAINTED
ARE INCLUDED IN THE COST OF THE CONTROLLER. WHITE FOR NEUTRAL BAR CONNECTION AND GREEN FOR GROUND
DOOR SHALL BE CONSTRUCTED FROM SAME BAR CONNECTORS.
TYPE OF MATERIAL AND THICKNESS AS CABINET. 12. ALL WIRING WITHIN THE CABINET SHALL BE

5. DOOR SHALL BE EQUIPPED WITH THREE POINT

LATCHING MECHANISM WITH NYLON ROLLERS
AT TOP THE BOTTOM.

6. DOOR HINGE SHALL BE A HEAVY GAUGE

CONTINUCUS HINGE WITH A /4" (6,35 mm)
DIA. STAINLESS STEEL HINGE PIN.

COLOR CODED AS INDICATED.
= RED BL = BLUE W = WHITE
B = BLACK Y = YELLOW G = GREEN

PROVIDE SEALING GROMMETS FOR ALL OPEN
WIRING EXTENDED FROM DEVICES IN BOXES
OR CABINETS WITHIN THE CONTROL CABINET.
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